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0 Messages 2SGAc]ean U2 BOILER SOOTBLOWING CLEANLINESS

Fouled: <.7 Dirty:
~leanIiness Factors:

7-0.80 Clean: >.80
0.0 .7 .8

IIINATERWALLS 0.82
~UPERHEATER
SH Primary Bank 0.82
SSH Platen Bank 1.05
SSH Intrmed Bank 0.87
SSH Out]et Bank 0.78

REHEATER
RH Primary Bank 0.85
RH Outlet Banks 0.90

ECONOMIZER 0.77
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UNIT 2

29-Apr-04 09:42:

~to U1 948.5MM

51

Key
~ain Stm Temp (OegF)
~ain Stm Spry (KPPH)
RH Stm Temp (DegF)
RH Stm Spry (KPPH)
~ue] Flow (TPH)

Parameters: CCS PMAX
1008.

184.
1012.

O.
365.

209.

goal Flow (TPH)
Air Flow (%)

OFA % 4.6

Secondary Air Flow
02 (%)
Air Htr 6as In Trap (Degf

EAST

73.3
3.7

:)759.

364.

WEST

72.7
2.3

699.

SB TARGET
GAS TEMPS

I
DRAFT

PROFILE

02 TPim

54.9

NOx (#/MBTU)

0.322

Bias Dmpr Pos
RH SH
47.% 100.%
Target EGT (F)

Furnace 2200.
Conv Pass 1475.
Pri RH     760.
PSH-Econ 760.
Econ Outlet760.
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